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BIO-ENGINEERING ASPECTS OF AGRICULTURAL DRAINAGE

SAN JOAQUIN VALLEY. CALIFORNIA

The Bio-Engineering Aspects of Agricultural Drainage

reports describe the results of a unique interagency study

of the occurrence of nitrogen and nitrogen removal treat-

ment of subsurface agricultural wastewaters of the San

Joaquin Valley, California.

The three principal agencies involved in the study are

the Water Quality Office of the Environmental Protection

Agency, the United States Bureau of Reclamation, and the

California Department of Water Resources.

A triplicate abstract card sheet is included in the report

to facilitate information retrieval. Space is provided

on the card for the user's accession number and for

additional uni terms.

Inquiries pertaining to the Bio-Engineering Aspects of

Agricultural Drainage reports should be directed to the

author agency, but may be directed to any one of the three

principal agencies.

THE REPORTS

It is planned that a series of twelve reports will be

issued describing the results of the interagency study.

There will be a summary report covering all phases of

the study.

A group of four reports will be prepared on the phase of

the study related to predictions of subsurface agricul-

tural wastewater quality — one report by each of the

three agencies, and a summary of the three reports.

Another group of four reports will be prepared on the

treatment methods studied on the biostimulatory

testing of the treatment plant effluent. There will be

three basic reports and a summary of the three reports.

The other three planned reports will cover (1) techniques

to reduce nitrogen during transport or storage, (2) possi-

bilities for reducing nitrogen on the farm, and (3) this

report, "DESALINATION OF AGRICULTURAL TILE DRAINAGE".
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ABSTRACT

Investigations were made to determine the technical feasibility of
desalination of tile drainage. The source of the tile drainage was a
400-acre field near Firebaugh, California. Reverse Osmosis (RO) and
Electrodialy.sis (ED) processes were studied. Two RO membrane stacks were
investigated. The first, a high salt rejection, low product yield, was
operated on variable quality (3000-7000 mg/1 TDS) irrigation return
water. In the 7-month investigation period TDS removal efficiencies
decreased from 93 percent to 80 percent salt rejection and the product
flux decreased from 12 gal/ft^/day to less than 9 gal/ft^/day. The
20 mg/1 of nitrate-nitrogen and 8 mg/1 of boron contained in the influ-
ent were not effectively rejected. The second RO stack and the ED unit
were operated on return waters that were controlled to have a 3000 mg/1
TDS. The second RO stack was designed for a high product rate and low
salt rejection. The TDS removal remained at 85 percent for a 3-month
run. Product flux decreased from over 19 gal/ft^/day to less than 12

gal/ff^/day . Nitrate and boron rejection was low. The ED data are
based on a single pass through the membrane stack. The TDS removal
varied from 35 percent to 15 percent. The nitrate removal rate was
greater than the TDS removal. Boron removal was negligible. It is

estimated that the costs for the two processes are approximately equal

—

$320 per million gallons of product.

This report was submitted in partial fulfillment of Project No.

13030 ELY under sponsorship of the Environmental Protection Agency.





BACKGROUND

This report is one of a series which presents the findings of intensive
interagency investigations of practical means to control the nitrate
concentration in subsurface agricultural wastewater prior to its

discharge into other water. The primary participants in the program
are the Environmental Protection Agency, the United States Bureau of

Reclamation, and the California Department of Water Resources, but

several other agencies also are cooperating in the program. These three

agencies initiated the program because they are responsible for providing
a system for disposing of subsurface agricultural wastewater from the

San Joaquin Valley of California and protecting water quality in

California's water bodies. Other agencies cooperated in the program by

providing particular knowledge pertaining to specific parts of the overall
task.

The ultimate need to provide subsurface drainage for large areas of

agricultural land in the western and southern San Joaquin Valley has
been recognized for some time. In 1954, the Bureau of Reclamation
included a drain in its feasibility report of the San Luis Unit. In

1957, the California Department of Water Resources initiated an investi-
gation to assess the extent of salinity and high ground-water problems
and to develop plans for drainage and export facilities. The Burns-Porter
Act, in 1960, authorized San Joaquin Valley drainage facilities as a part
of the California Water Plan.

The authorizing legislation for the San Luis Unit of the Bureau of Recla-
mation's Central Valley Project, Public Law 86-488, passed in June 1960,
included drainage facilities to serve project lands. This Act required
that the Secretary of Interior either provide for constructing the San
Luis Drain to the Delta or receive satisfactory assurance that the State
of California would provide a master drain for the San Joaquin Valley
that would adequately serve the San Luis Unit.

Investigations by the Bureau of Reclamation and the Department of Water
Resources revealed that serious drainage problems already exist and that
areas requiring subsurface drainage would probably exceed 1,000,000 acres
by the year 2020. Disposal of the drainage into the Sacramento-San Joaquin
Delta near Antioch, California, was found to be the least costly alternative
plan.

Preliminary data indicated the drainage water would be relatively high
in nitrogen. The Environmental Protection Agency conducted a study to

determine the effect of discharging such drainage water on the quality of

water in the San Francisco Bay and Delta. Upon completion of this study
in 1967, the Agency's report concluded that the nitrogen content of

untreated drainage waters could have significant adverse effects upon the

fish and recreation values of the receiving waters. The report recommended
a three-year research program to establish the economic feasibility of

nitrate-nitrogen removal.



As a consequence, the three agencies formed the Interagency Agricultural
Wastewater Study Group and developed a three-year cooperative research
program which assigned specific areas of responsibility to each of the
nitrogen conditions in the potential drainage areas, possible control of
nitrates at the source, prediction of drainage quality, changes in nitrogen
in transit, and methods of nitrogen removal from drain waters including
biological-chemical processes and desalination.
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SECTION I

SUMMARY AND CONCLUSIONS

Two reverse osmosis (RO) membrane stacks and an electrodialysis (ED)

unit were operated on agricultural tile drainage waters.

The initial RO stack, received an influent with varying total dissolved
solids (TDS) content which ranged from approximately 3000 mg/1 to 7000
mg/1. When operated at peak performance, this set of membranes was
able to remove over 90 percent of the influent TDS; however, nitrate
and boron removal averaged less than 27 percent. The product recovery
for this stack averaged approximately 37 percent. The second RO stack
used was able to achieve 85 percent removal of a constant 3000 mg/1 TDS
influent, but nitrate and boron removal was negligible. Although low
nitrate rejection was characteristic of the reverse osmosis membranes
used for these experiments, it is believed that reverse osmosis units
using current technology, especially new membranes, could be expected
to achieve a higher nitrate rejection than reported herein. The pro-
duct recovery for this stack averaged approximately 40 percent; however,
this lower-than-expected recovery was caused by internal damage to the
reverse osmosis stack.

The electrodialysis unit had an average TDS removal of 23 percent, with
a maximum removal of 36 percent, when supplied with a 3000 mg/1 TDS
influent, based on a single pass through the membrane stack. Although
the ED unit did not remove boron at any time, nitrate was removed at

a rate averaging 1.98 times that calculated for TDS removal. Product
recovery based on a single pass remained constant at 75 percent.
Economic data taken from literature indicate that water produced by
both RO and ED costs approximately $0.32 per thousand gallons.

It was concluded from the experimental data that desalination of San
Joaquin Valley subsurface agricultural return flow is technically
feasible. However, it does not appear at the present time that direct
reuse of the water as an irrigation source is economically possible.

-1-





SECTION II

INTRODUCTION

In October 1966, the Office of Saline Water and the Federal Water
Quality Administration (now the Environmental Protection Agency) began
cooperative research into the use of desalination processes to remove
salt from subsurface agricultural wastewaters (tile drainage) . This
program was conducted from June 1967 to September 1968 in conjunction with
the cooperative nitrogen removal studies being performed at the Interagency
Agricultural Wastewater Treatment Center (lAWTC) near Firebaugh, California.
The primary objective was to determine the technical feasibility of
desalinating the drainage waters. Secondary objectives were to produce
desalting cost estimates and to provide performance data on the removal
of nitrate and boron from the wastewaters.

The information provided by these experiments can be used to consider
reuse of the water for agriculture and to compare reclamation costs and
costs of future imports of water into the San Joaquin Valley. Of par-
ticular interest when considering reuse is the removal of boron. Tile
drainage in the western portion of the San Joaquin Valley typically has
relatively high concentrations of this element. The removal of nitrogen
from the wastewater was also studied.

Theory of Process Operations

Reverse osmosis and electrodialysis were the two desalination processes
applied in this study. Both processes accomplished essentially the
same result; however, theories of their operation differ. A discussion
of their characteristics follows.

Reverse Osmosis

When two solutions of differing concentrations (but with a common

solvent) are separated by a semipermeable membraneA' , solvent will

flow from the weaker solution to the more concentrated solution.

The process is known as osmosis and is illustrated in Figure 1.

Osmotic pressure (p) is a measure of the difference between the

diffusion pressure of solvent (water) molecules in the two solu-

tions. Solvent tends to flow from an area of high diffusion

pressure to an area of low diffusion pressure until equilibrium

is established. If a pressure (P) greater than osmotic pressure (p)

is applied to the more concentrated solution side of the membrane,

solvent (water) is forced through the membrane in a direction

opposite to normal osmotic flow. This is the reverse osmosis

1/ A membrane more permeable to solvent than to solute molecules

is said to be differentially permeable or semipermeable.
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phenomenon used in desalination. In theory, the flow of water through the

membrane is approximately proportional to the net pressure (applied

pressure minus osmotic pressure) , and the amount of salt passing through

a less than ideal semipermeable membrane depends primarily on the gradient

in salt concentration between the two solutions. In practice, however,

flow limitations have been shown to result from osmotic pressure increases

due to concentration build-up in the liquid boundary layer on the brine

side of the membrane, thereby decreasing the net pressure, and from salt

precipitation or other deposits onto the membrane surface (1) . The salt

precipitation is an operational problem. Depending on the composition

of the brine water, precautions such as pH control and chemical additions,

may be necessary to prevent the accumulation of 'precipitate onto the

membranes

.

Electrodialysis

The removal of ions from a saline solution by electrodialysis depends

on the basic principle that positively and negatively charged poles attract.

Therefore, if a direct current potential is applied across a solution of

salt in water by means of two electrodes inserted in the solution, the

cations will be attracted toward the cathode and the anions will be

attracted toward the anode. This movement of ions shown in Figure 2 can

be used to advantage if ion selective membranes were so placed that they

isolate a purified zone from which the ions had been removed. For this

purpose, cation and anion permselective membranes were developed, each

membrane allowing only cations or anions to pass through respectively.

Use of these membranes to form watertight compartments in a salt solution

and the electrical potential will result in a demineralized central com-

partment. As in reverse osmosis, an over-concentration of salts in the

compartments receiving the ions will lead to precipitation of salts onto

and possibly in the membrane. Precautions were taken during operation to

minimize such occurrences.

-5-
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SECTION III

EXPERIMENTAL EQUIPMENT AND PROCEDURES

The two units used to demonstrate these processes were an Aerojet-General
Reverse Osmosis Water Purifier (Model 1-560B-1) and an Ionics Electrodialysis
Demineralizer (Model 300-B-3) . The features of these units, the quality of

the irrigation return waters, and the methods of evaluating the processes
are described in this section.

Reverse Osmosis Unit

The main components of the unit were a pressure vessel, a control console,
a high-pressure positive displacement pump, and two banks of nine 5-micron
cartridge filters (Figures 3 and A) . Within the pressure vessel were
600 square feet of semipermeable cellulose acetate membranes. The membrane
and support plate combinations were divided into five modules, which
composed the reverse osmosis membrane stack. The membrane and support
plate were fabricated to separate the feed water into a product stream
and a brine or waste stream (Figure 5). The control console consisted of

an instrumentation panel, a pump control panel, and an externally mounted
pressure switch. The instrumentation panel included the following: pump

suction line pressure indicator, pump discharge line pressure indicator,
feed water temperature indicator, product water conductivity indicator, and
a differential pressure indicator to monitor the difference between the

pressure vessel inlet and outlet pressure. Flows were monitored by flow
meters installed on the effluent lines of the product and brine streams.
The maximum feed flow possible by means of the positive displacement pump

was 13 gpm. However, this flow was varied, depending on the recovery
desired. Percent recovery was increased by reducing the quantity of

influent and maintaining a constant quantity of product effluent.

Because of the ionic makeup of the tile drainage, there existed a

distinct possibility that either calcium carbonate or calcium sulfate,
would precipitate onto the membranes. To prevent this, the tile drainage
was pretreated by controlling the pH to prevent calcium carbonate scaling
and by adding a chemical to inhibit precipitation of calcium sulfate. The
pH of the influent irrigation return waters was lowered from approximately
7.4 to a range of 5.5 to 5.8 by the injection of concentrated sulfuric
acid. The chemical inhibitor was Cynamer P-35 ±J , which was injected at

an average rate of 3 mg/1. Both chemicals were added by positive dis-
placement pumps.

Two membrane stacks were tested at the Center. The first was manufactured
to have a "tight" membrane. This stack (Stack I) was operated at 750

pounds per square inch gage pressure (psig) . Its main characteristics

_1/ Manufactured by the American Cynamid Company

-7-



FIGURE 3 -AEROJET GENERAL REVERSE OSMOSIS WATER PURIFIER
MODEL I-560B-I
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FIGURE 4 - AEROJET GENERAL REVERSE OSMOSIS UNIT - MODEL l-560-B-l
FLOW SCHEMATIC
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were a low flux and high salt rejection capacity. The second (Stack II)

was designed to have a "loose" membrane. It was operated at an applied
pressure of 350 psig. The membrane was characterized by a relatively high
flux and a low salt rejection ability.

Electrodialysis Unit

The main feature of the Ionics' Electrodialysis (ED) unit was the
electrical membrane stack (Figure 6) which consisted of 150 mrembrane-

spacer combinations. Each combination consisted of an anion and cation
membrane separated by water flow guides. The water flow guides separate
the water flow through the stack into two main streams, the dilute
(product) and brine streams. A pressure differential of approximately
1 psig was maintained between the two streams. The brine stream was
confined under the lower pressure. Thus, if a membrane became damaged
water could only flow from the dilute to the brine, thereby removing
the possibility that the dilute stream could become contaminated.

Other features of the unit were a control panel to monitor pump
pressures, stack pressure differential, and product conductivity, and a

rectifier that included a voltmeter and an ammeter to monitor voltage
and amperage across the membrane stack. A constant electromotive force
of 275 volts was maintained across the stack for all experiments; the
amperage varied, depending on feed salinity, water temperature, and
membrane conditions.

Basically, the unit operates by separating the water flow through the

unit into the two streams previously mentioned. A flow schematic
showing the routing of these streams is presented in Figure 7. The dilute
stream is formed by water from which the salt ions are removed as it passes
through the membrane stack at the rate of 25 gpm. Ions removed from the

dilute stream were collected by a recirculating brine stream. Feed water
was constantly added to the brine stream so that the ion concentrations
remained below their saturation limit. This addition was referred to as the

brine stream blow down.

Precautions were necessary to avoid calcium carbonate and/or calcium
sulfate scaling on the brine side of the membranes. Calcium carbonate
scaling was prevented by injecting a 20 percent sulfuric acid solution to

keep the brine stream pH in a range of 5.5 to 5.8. Calcium sulfate
scaling was prevented by using a brine stream blow down rate of 6 to 8

gpm which was sufficient to prevent saturation of calcium and sulfate ions.

However, had it been necessary, a chemical inhibitor similar to that used
in the RO could have been injected.

Feed Water Blending System

The tile drainage that came directly from the field was used as feed water

for evaluation of Stack I of the RO and preliminary testing of the ED unit.

-10-



FIGURE 6 -IONICS, INC. ELECTRODIALYSIS UNIT
MODEL 300-B-3 MEMBRANE STACK

REPRODUCED WITH THE
PERMISSION OF IONICS, INC.
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The salinity of these waters varied seasonally from 2500 to 7600 mg/1
total dissolved solids (TDS) . The variations in influent TDS made
evaluations of the units difficult; therefore, a constant salinity feed

was provided by installing a blending system which mixed water from a

source having low TDS with the tile drainage to provide a constant salinity
of 3000 mg/1 TDS. A schematic of this system is shown in Pigure 8.

Suspended solids were removed from the low salinity water before it was
mixed with the tile drainage by the use of a pressure sand filter and a

diatomaceous earth filter. In actual practice, the sand filter was usually
bypassed because it caused pressure fluctuations that affected the per-
formance of the diatomaceous earth filter. Varying flow rates of blended
water were used, depending on the TDS concentration of the tile drainage.

Influent Water Quality

The water used for the experimental work was taken from a tile drainage
system that serviced a 400-acre field. The land was used primarily to

cultivate rice during the summer and to grow barley during the winter.
The amount of irrigation water needed by these two crops differs greatly.
This difference causes a seasonal change in tile flow and in concentration
of the dissolved minerals. The lower concentrations occur in the summer.
The mineral concentration ranges of the tile drainage used at the Inter-
agency Agricultural Wastewater Treatment Center are listed in Table 1.

STORAGE

TANK

ELECTROOIALYSIS STACK-
150 CELL

PAIRS

BLOW DOWN

INJECTION PUMP FOrI J [ JACID INJECTION PUMP
CALCIUM SULFATE I—

T

V—

T

FIGURE 7- IONICS ELECTROOIALYSIS FLOW SCHEMATIC
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The nitrogen in the tile drainage was essentially in the form of nitrate.

Nitrite-nitrogen was not detected in concentrations greater than 0.1 mg/1;
organic nitrogen was generally constant at a concentration of approximately
0.4 mg/1; and ammonia nitrogen concentrations were usually not detectable.

A characteristic of this water is the high concentration of sulfate,
which is the dominant anion. A high concentration of sulfate in conjunc-
tion with calcium and carbonate make the pretreatment previously described
a necessity. Another characteristic of the San Joaquin Valley tile
drainage is the high concentration of boron, an element which is toxic to

many crops in concentrations over 1 mg/1.

Sampling and Analytical Analyses

All operational parameters (pump pressures, electrical conductivity, pH,

etc.) for both units were monitored at four-hour intervals. Electrical
conductivity was monitored by a Wheatstone Bridge and conductivity cell; pH

was monitored with a glass electrode. A correlation between electrical
conductivity and total dissolved solids was determined on a weekly basis.
The following ions were determined periodically; calcium, magnesium,
sodium, potassium, boron, sulfate, carbonate, chloride, nitrate, total
iron, silica, and total alkalinity. All analyses were determined by the

procedures described in "Standard Methods for the Examination of Water and

Wastewaters" (2).

-14-



SECTION IV

RESULTS AND DISCUSSION

The overall experiments with the two desalination units were limited
to unit performance, with little emphasis given to process cost or

brine disposal methods.

Reverse Osmosis

The first part of this section deals with the performance of the initial
RO stack and the second part describes the performance of the second RO
stack that received the blended 3000 mg/1 TDS water. Cost evaluation of

operating the reverse osmosis unit was performed only on the second stack.

Reverse Osmosis - Stack I

This reverse osmosis stack was operated from early June 1967 to mid-
January 1968. The first two months of operation were mainly devoted
to familiarization and correction of operational problems. These problems,
which were mostly mechanical, did not appear to greatly affect the initial
performance of the unit.

TDS Removal . The unit received an influent TDS concentration that varied
from less than 3000 mg/1 to approximately 7000 mg/1. For the first three
months the membranes produced a product containing less than 500 mg/1 of

TDS with an average salt rejection of more than 90 percent. The changes
in influent and product TDS and also the percent of TDS removed are
illustrated in Figure 9. Typical analyses of the minerals in the unit's
influent, product, and brine stream are presented in Table 2.

During the unit's operation, the product salinity fluctuated with the

influent salinity. Such fluctuation is normal because of increased
passage of dissolved minerals through the membrane by pore transport.
However, the continued decrease in product quality after October 1967
shown in Figure 9 was attributed to biological fouling and subsequent
membrane deterioration. Biological degradation of the membranes may have
begun when operations were suspended for extended periods of maintenance.

Variations in Membrane Flux . The flux for this stack reached its highest
point, 13 gallons per square foot of membrane per day (Figure 10), on the

first day of operation and then generally declined throughout the experi-
mental period. Only in October 1967, when a higher- than-normal pressure
was applied, did a significant rise in flux again occur. The flux
decreased partly because a rise in influent TDS caused the osmotic
pressure to increase. However, the degree to which flux dropped is

probably due in part to another factor. It is known that under the

-15-
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TABLE 2

REVERSE OSMOSIS
STACK I

MINERAL ANALYSIS

Operating Conditions

Date of Sample _____ July 14, 1967
Operating Pressure, psig --_---------__ 750

pH of feed water ___----_----__--__ 5.5

Flow Rates Influent 12.5

gpj^ Product ----------- li,

2

Brine 8.3



TABLE 3

REVERSE OSMOSIS DATA - STACK I

PRODUCT/BRINE PRODUCTION

MONTH



presence of sulfate or other highly rejected anions. The results from
the second solution agreed well with the results obtained from the stack
operated on strictly tile drainage.

Reverse Osmosis - Stack II

The second stack of membranes used in the experiments was operated from
July to September 1968 for a total of approximately 10 weeks. The
operation was terminated because an error in factory assembly increased
the differential pressure through the membrane stack. Inspection of the
stack showed that an aluminum washer had disintegrated and blocked the
brine stream flow paths. This shortened the expected life of the membranes
considerably.

TDS Removal . This stack was operated with the TDS blending system
previously described. It received an influent having a more constant
level of TDS concentration at approximately 3000 mg/1 (Figure 11) . The

4000-
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INFLUENT

I
PRODUCT
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FIGURE II- REVERSE OSMOSIS DATA -STACK U
TOTAL DISSOLVED SOLIDS vs TIME
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unit's salt rejection remained constant at 85 percent which produced a

product containing a TDS of between 400 and 600 mg/1. The only variation
in product TDS occurred as the influent TDS concentration varied; thus,

the minor increase in product TDS could be increased salt transport through
the membrane. A typical influent product and brine stream analysis for
this stack, is presented in Table 4. Due to the lower salt rejection
capability of the membranes in this stack, its nitrate and boron removals
were essentially zero.

TABLE 4

REVERSE OSMOSIS
STACK II

MINERAL ANALYSIS

Operating Conditions

Date of Sample _______ __ _ August 9, 1968
Operating Pressure, psig ------------- 375

pH of feed water ----------------- 5.3

„, -, ^ Influent ------------13
Flow Rates t> j ^ c qProduct 5.8
GPM ^ . -, „

Brine ------------ 7.2



Variations in Product Flux . Product flux varied widely (Figure 12)

.

The variations occurred under constant operating conditions, apparently
independently of any exterior operational changes. As mentioned
previously, disassembly of this reverse osmosis stack disclosed that the
brine flow paths on the desalination plates were blocked, causing the
differential pressure to increase from 35 psig to more than 95 psig
through the stack. This blockage reduced the effective pressure by 20

percent which directly influenced the flux.

5^

(/)
UJ

(TO.
UJ
0.

FIGURE 12- REVERSE OSMOSIS DATA
STACK H

PRODUCT FLUX VERSUS TIME
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It was also postulated that the closed brine stream reduced the

effective membrane area of the unit by bridging the spiral flow path

with precipitated salt. This reduced exposure of the water to the

membranes and again caused a decrease in product flux.

Product Recovery . This reverse osmosis stack was designed to have a

high product recovery ratio, and initially it did. On the first day of

operation it recovered approximately 50 percent of the influent;
however, within 14 days, this percentage decreased to approximately 36

percent. By the end of the experiment, product recovery was less than

31 percent. Such drastic changes in such a short period were assumed
to be the result of the internal damage and not typical of expected
results. Nevertheless, even at the highest recoveries, the amount of

brine produced would equal the product and would involve brine disposal
problems

.

Electrodialysis

Although the electrodialysis unit (ED) was operated in the summers of

1967 and 1968, a more consistent operation was possible in 1968; this

report is concerned primarily with that period. During 1968, the unit

was operated on essentially the same blended water as was the reverse

osmosis unit (Figure 11)

.

TDS Removal

The percent TDS removal and effluent TDS concentrations for the

electrodialysis unit are shown in Figure 13. The variations in TDS

removal from 36 percent to less than 20 percent were highly dependent

on the physical condition of the membranes. In general, any sudden

increase in TDS removal was due to a cleansing of the membranes. The

general decline in efficiency from early August through September was

attributed partially to a 10°C decline in influent water temperature and

partially to a general chemical and/or biological fouling of the membranes.

Substances that frequently accumulated within the stack were precipitated

salts, biological slimes, and suspended solids. Any fouling of the

membranes increased the electrical resistance in the stack, which lowered

the TDS removal capacity of the unit. A typical mineral analysis of the

three flow streams in the unit is shown in Table 5.

Nitrate was removed at an average rate 1.98 times that calculated for

total dissolved solids. This factor compares favorably with the removal

range of values reported by Ionics, Incorporated, which was 1.47 to 2.47

times the TDS removal (4) . No significant boron removal was observed

at any time.
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FIGURE 13 - ELECTRODIALYSIS DATA
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AND PER CENT REMOVAL OF TDS VERSUS TIME

Product Recovery Rates

The design of this unit permitted product recovery to vary only through
increases or decreases in the amount of water needed to prevent satu-
ration of salts in the recirculating brine stream. For the experiment,
this requirement was kept constant at 8 gpm; thus, with a constant
product flow of 25 gpm, the product recovery was approximately 75 percent.
On the surface, this appears to be a better ratio than that achieved by
the reverse osmosis unit; however, it should be remembered that to achieve
a product of similar quality, the product stream must be passed through
a series of stacks, thus ultimately yielding a larger quantity of brine.

Cost Comparison for
Reverse Osmosis and Electrodialysis

The costs of power, chemicals, and supplies for both the RO and ED units
for operation on the 3000 mg/1 TDS blended feed water are summarized in
Table 6. The costs presented for the ED are based on a single pass
through demineralizing stack and, therefore, can not be readily compared
to the costs of the RO unit.
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TABLE 5

ELECTRODIALYSIS DATA
MINERAL ANALYSIS

OPERATING CONDITIONS

Date of Sample July 15, 1968
pH of brine stream --------------- 5.9
Temperature .of influent- ------------24
Applied E, M. F. - volts 276
Stack current - amperes- ------------13

Influent 33
Flow Rates t> j ^ ocProduct- ---------25

GPM „ . QBrine- ---------- 8



TABLE 6

COST ANALYSIS SUMMARY FOR
REVERSE OSMOSIS AND ELECTRODIALYSIS UNITS

QUANTITY USED PER MILLION COST PER MILLION GALLONS
GALLONS OF PRODUCT OF PRODUCTITEM COST

PER UNIT RO ED RO ED

Sulfuric
Acid $31.60*/Ton

Filter
Cartridges $0.75/Each

Electrical
Power $0.01/KWH

Cyanamer $l,00/lb
P-35

2.74 Tons 1.04 Tons

2.50 100

6700 KWH 4250 KWH

59 lbs

$86.50

$197.50

$67.00

$59.00

$32.86

$79.00

$42.50

TOTALS $410.00 $154.36

*Based on tankcar lots.

The amount of materials used in these calculations was based on actual
quantities used to achieve the product water produced at the Interagency
Agricultural Wastewater Treatment Center. No consideration was given
to capital cost, cost of operation and maintenance, or cost of brine
disposal. Because of the small scale of the units and because the primary
objective was determination of technical feasibility of the units, the

costs for supplies and chemicals alone are high. Other published estimates
have shown the cost of large-scale reverse osmosis plants to be considerably
less than the prorated costs found in these experiments.

An economic evaluation study performed by Kaiser Engineers (5) has published
costs for a 50 mgd plate and frame module type of reverse osmosis plant based
on the following factors:
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Plant 30 years
Membrane Life 1 year
Stream Factor 90 percent
Fixed Charge Rate

@ 3 1/4% Interest 5.27 percent
Insurance 0.25 percent
Taxes 1.50 percent
Brine Disposal $0.02/KGAL
Product Recovery 50 percent
Power Cost $0.010/KWH
Influent TDS 3000 mg/1

The product water cost for such a plant was approximately 32 cents per
1000 gallons. These figures were based on present membrane technology.
Costs may be reduced by 30 to 40 percent with projected improvements in
membrane technology.

Cost data have been published for a 50 mgd electrodialysis plant with a

demineralizing stack flow path similar to that of the smaller scale plant
at the Interagency Agricultural Wastewater Treatment Center and designed
under the following criteria: (6)

Plant Life 30 years
Membrane Life 3-5 years
Stream Factor 90 percent
Fixed Charge Rate

(3 3 1/4% 5.27 percent
Insurance 0.25 percent
Brine Disposal $0.020/KGAL
Power Cost $0,007 - $0.01/KWH
Influent TDS 3638 mg/1

The product water cost for the above plant was also approximately 32

cents per 1000 gallons. Technical improvements in critical components,

materials, and process design could result in a 33 percent cost reduction
as compared to the present state-of-the-art.
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